) AIR_ HANDLING UNIT SCHEDULE oo Mo QUAY

AIR QUANTITY CFM FAN DATA MOTOR DATA COOLING COIL. DATA PREHEAT COIL DATA PRE~FILTERS CARBON FILTERS FINAL FILTERS HUMIDIFIER ViB. 1SOL. ATC

UNIT NO. SERVICE LOCATION MODEL No SYSTEM|  TOTAL MIN. ECONOMIZER | TYPE | FAN | WHEEL | EXT. | TOTAL FAN | BRAKE | MIN. | MOTOR| ELECTRIC | TOTAL | SENS. AIR DATA WATER DATA NO. OF | ROWS | FINS | FACE | FACE | TOTAL AR DATA NO. OF | ROWS | FINS | FACE | FACE | HOT WATER | SPEC. PRESS. DROP | EFF. | PRESS. DROP | EFF. | SPEC. | PRESS. DROP | EFF. PRE- STEAM SPEC. | MIN. s;if:' REMARKS

TYPE omxgon OU;?;)OR SPEED | DIA. :;2:; :;g; g’;;;}:oi gg;ig :g;zt: SPEED | SERVICE | WEAT | HEAT [ = Tewp, o, TP, P;:s: gzp gfp oom P;:s:' coiLs :OEORT AREA | VEL. | HEAT Ti':jp TL(;; P::s:' COlLS :;; AREA | VEL. "o 10| o TYPE AL | P R TYPE [T | P 2:;‘;:? PRESS. JLES/HR TYPE s;;;lc

TYPE POWER DRY | WET | ORY | WET : ’ ' ’ TYPE FLECT.

VOLTS/ BULB | BULB | BULB | BULB

RPM IN. [IN. H20[IN. H20 RPM PH/HZ MBH | MBH F. F. £ F. |iN. H20| F. F. FT. H20|/ TYPE SQ. FT.| FPM | MBH F. F. DN H20| TYPE sQ. FT.| FPM IN. H20[IN. H20 IN. H20{IN. H20 - IN. H20[IN. H20 PSIG N,

AH-1 FLOOR MER CAHOSOFDAC | VAV | 25,000 | 7,695 AF 1822 27 |3.75(5.75| VAV |38.4| 40 |1750| 460/3 {1,375/ 982 | .78 | 70 |54.4|54.0|10.87| 44 | 54 | 269 15.70 2/41 4 | 14 |57.9|457 1,375[ 180|160 |0.14]2/6| 1 6 |47.6/556| — |116 | THROW| 2" 10.25]| 30% BAG| 05110 95 SEE SPEC. VARICEL II MH CARTRIDGE
AH-2 FLOOR MER CAHOS0FDAC | VAV | 25,000 | 7,695 AF 11822 27 |3.75(5.75| VAV |38.4| 40 |1750| 460/3 |1.375/982 | .78 | 70 |54.4|54.0|0.87| 44 | 54 | 269 [15.70 2/41 4 | 14 |57.9 ;457 1,375 180 | 160 |0.14]2/6 1 6 |47.6{556] — |116 |THROW| 2" [0.25] 30% BAG | 0.5]1.0} 95 SEE SPEC. VARICEL I MH CARTRIDGE, SEE NOTE

NOTE: 1. AHU-2 (BOTTOM) HAS TO HAVE 6" BASE RAIL
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STANDARD MERANDARD MFR, D
STEAM TO WATER HEAT EXCHANGER SCHEDULE "BELL & GOSSET FAN SCHEDULE cmomowe ek ~
PRIMARY WATER DATA STEAM DATA FAN DATA MOTOR DATA VIB. ISOL. E-’"
UNIT N SERVICE LOCATION MODEL NO. GPM ENT. LVG, | PRESS. FOUL. |DESIGN|PRESS, GPM FOUL, |DESIGN REMARKS ) UNIT NO SERVICE LOCATION MODEL NO. AIR QTY. |OUTLET] FAN | WHEEL | TOTAL | BRAKE | MIN. | MOTOR | ELECTRIC SPEC. MIN, ATC REMARKS m
CAP Z
' TEMP, | TEMP. | DROP FACT WORK. FACT. | WORK, VEL., | SPEED DIA. {STATIC| HORSE | MOTOR | SPEED TYPE |STATIC| SPEC.
PRESS. PRESS. - PRESS. | POWER | HORSE DE-~ TYPE o g
POWER FLECT. -
VOLTS/ c,_) o
’ MBH F. F. FT.H20 PSIG PSIG PSIG CFM FPM RPM IN, IN, H20 RPM PH/HZ IN. (D t%
HX—1 VAV REHEAT MER SU143-2 |3,166 | 324 | 160|180 | 0.5 |.00225/150| 50 | 7.4 | — |150 F~1 AHU-1 MER QFl-44-150 31,065 [1,516] 617 | - |15 [1093] 15 | 1725 |460/3/60 SEE SPEC. E 2
F-2 AHU-2 MER QEl-36-75 20,590 |1,531] 927 | - |15 |7.82| 10 |1725|460/3/60 SEE SPEC. =) g
F-3 TOILET EXHAUST MER BSQ-120-15 2050 | - |2345) - |15 |1.26| 1,5 |1725|460/3/60 SEE SPEC. <fg
F-4 ATRIUM ROOF S-CUBE-300-50 | 12700 | — | 843 | - | 5 |397| 5 |1725|460/3/60 SEE SPEC. D E
F-5 ATRIUM ROOF S-CUBE-300-50 | 12,700 | — | 843 | - | 5 |397| 5 |1725|460/3/60|  SEE SPEC. aa) S Py
e
F-6 ATRIUM ROOF S-CUBE-300-50 | 12700 | — | 843 | - | 5 |397| 5 |1725|460/3/60 SEE SPEC. OLI-e F; o
31 aa
PUMP SCHEDULE STANDARD MFR.  BELL GOSSET ' F-7 ATRIUM ROOF S—CUBE-300-50 | 12,700 | — | 843| - | 5 |397| 5 |1725460/3/60 SEE SPEC. o
PUMP DATA MOTOR DATA VIB, ISOL. b-q E 0
F-8 COPPY/KIT ROOF GB—101HP-4 400 | - |1,748| - |15 | 2 | 1/4 | 1725 |460/3/60 SEE SPEC. O =z
UNIT NO. LOCATION SERVICE MODEL NO, TYPE FLOW | TOTAL | RE~ EFF, IMPELLER |DESIGN| BRAKE | MIN, MOTOR | ELECTRIC SPEC. MIN. REMARKS m E"‘"“
RATE | HEAD oUIRED s MORK. | HORSE MOTOR | sPecD A F-9 M.ELEV. ROOM ROOF GB-101HP-4 400 | - |[1,748| - |15 | .2 | 1/4 | 1725|460/3/60|  SEE SPEC. - ?5 %_%
' POWER FLECT. .
voLTs/ F-10 LAB. #138 ROOF 6B-141-10 1,600 | - [1,557| - - | = | - |1725|460/3/60 SEE SPEC. m ,?__. 8
GPM FT. FT. PSIG | RPM PH/HZ IN, ( > % m
P-1 MER. HOT WATER 1510-3E | CENTRIF. END SUCTION | 324 | 85 | 7.7 4.63| 9.75 |150 |9.37] 15 |1750| 460/3/60 |SEE SPEC. F-11 SHOWER ROOF 6B-070-6 100 | - |1552 - | = | .07 1/6|1725|460/3/60|  SEE SPEC. o Ay
P-2 M.ER. HOT WATER 1510~3E | CENTRIF. END SUCTION |324| 85 | 7.7 74.63] 9.75 | 150 |9.37] 15 |1750| 460/3/60 |SEE SPEC. STAND-BY F-12 HOOD EXHAUST ROOF CUBE-141HP-7 1,000 | - |1,808| - |1.75| 57| 3/4 | 1725 |460/3/60 SEE SPEC.
P-3 M.ER. CHILLED WATER | 1510-5G | CENTRIF. END SUCTION |538| 45 | 4.1 79.54| 10.875| 150 {7.76] 10 |1750| 460/3/60 |SEE SPEC. _ —non _ _ 460/3/60 £
F-13 ELEVATOR SHAFT ROOF 6B-090-4 1,060 1.707 5| 24| 1/4|1725 | 460/3/ SEE SPEC.
P-4 M.ER. CHILLED WATER | 1510-5G | CENTRIF. END SUCTION |538| 45 | 4.1 [79.54] 10.875 150 | 7.76] 10 |{1750| 460/3/60 |SEE SPEC. STAND-BY Aé*cé“é“)?(?mN COLLABORATIVE/
CROXTON COLLABORATIVE ARCHITECTS
475 FIFTH AVENUE
VAV TERMINAL SCHEDULE NEW YORK NY 10017
45 A TEL  212.683.1998
C U N D E N S A T E P U M P S C H E D U L E PACO BOX SIZE INLET SIZE CFM RANGE MIN, AP’ MODEL MANLUF ACTURER REMARKS FAX 2126832799
STANDARD MFR. 6 5’ 100 — 400 0.18 DESV TUS SEE NOTE BELLOW | GOULD EVANS ASSOCIATES
PUMP DATA MOTOR DATA 8 8" 401 — 720 0.16 DESV TITUS SEE NOTE BELLOW : 5405 WEST CYPRESS STREET
P 7
UNIT NO. SERVICE LOCATION MODEL. NO. cap NO. OF | DIS- GPM REC. HORSE | SPEED | ELECTRIC REMARKS 10 10” 721 - 1100 0.15 DESV TITUS SEE NOTE BELLOW ‘ Q’l /?3)1;8833329
PUMPS |CHARGE| EACH CaP | POWER 19 12" 1101 - 1500 0.14 DESV TITUS SEE NOTE BELLOW FAX 813.288.0231
PRESS. EACH ”
14 14 1501 — 1800 0.13 DESV TITUS SEE NOTE BELLOW JECHARICAL ENGINEERS
PSIG GALS, RPM PH/HZ 1. VAV TERMINALS TO BE PRESSURE INDEPENDENT, DIRECT ACTING, NORMALLY OPEN WITH MULTI~POINT SENSOR, DIGITAL ELECTRONIC CONTROLLER, 130 WEST 30TH STREET
DUPLEX PUMP SET 120/24 VOLT TRANFORMER, CONTROLED COVER AND ELECTRIC THERMOSTAT. VAV TERMINAL CASING TO BE CONSTRUCTED FROM 22 GAUGE ZINC NEW YORK. NY 10001—4092
CP-1 HX-1 MER 800 2 10 3.0 15 1/3 1750 120/1/60 W/PACKAGED, CONTROLS COATED SHEETSTEEL LINED WITH 1INCH 1-1/2" LB GLASS FIBER. TEL 212.947.8050
2. VAV TERMINALS SHALL BE COOLING WITH AUTOMATIC HEATING CHANGEOVER FOR MORNING WARM—UP (SEE DWG.M-5 FOR HOT WATER HEATING COILS) FAX  212.967.2059
3. VAV TERMINALS TO BE FACTORY SET FOR 25% MINIMUM. STRUCTURAL ENGNEERS
WALTER P. MOORE
201 EAST KENNEDY BOULEVARD
TAMPA, FL 33602
TEL 813.221.2424
FAX 813.221.2289
32 o ' : VL ENGINEERS
E !\‘4 \v o BROWN & CULLEN, INC.
ENERGY RECOVERY DIFFUSER SCHEDULE m |
W 43 T
FAN DATA MOTOR DATA VIB. ISOL. DESCRIPTION SECK o | FRAME SIZE CFM-RANGE MAX. NC MANUF ACTURER/ REMARKS ‘ gi?él)EgV!LLE, EEREBEZGOS
UNIT NI SERVICE LOCATION MODEL NO. AIR GTY. |OUTLET| FAN |WHEEL | TOTAL | BRAKE | MIN. |MOTOR | ELECTRIC | SPEC. | MIN. | ATC REMARKS TEL  352.375.8999
VEL. | SPEED| DIA. |STATIC|HORSE | MOTOR | SPEED TYPE |STATIC| SPEC. CEi%ﬁ%USS%gPLY 6 24%24 0 - 125 19 TYTUS/ OMNI SEE NOTE BELLOW FAX 352.375.0833
PRESS. | POWER | HORSE BE- TYPE CE!! lNC SUPPL\’ - PO e R, -1 P wmpms g Fown A8 42 Sugere 8 g RETE L AAMAL
POVER FLECT. DIFFUSER tl £24RZ24 1uu 43U 1y HTUS/ UMiN Stk NUIL DELLUW LANDSCAPE. ENGINEERS
| vOLTS/ CEILING SUPPLY 1 10 24%24 250 - 350 12 TITUS/OMNI SEE NOTE BELLOW McCLAIN DESIGN GROUP, INC.
CFM FPM RPM IN IN. H20 RPM PH/HZ IN CElUNG SUPPLY
DIFEUSER 12 24X24 351 — 500 17 TITUS/OMNI SEE NOTE BELLOW 1843 NW 39 DRIVE
ER-1 AHU-1/2 MER ERV-582H 12,000 | - | 995 122 | 15 |1,750 | 460/3/60 SEE SPEC. TELING SUPPLY GAINESVILLE, FL 32605
14 2424 501 - 700 20 TITUS /OMNI SEE NOTE BELLOW
| TEL  352.372.2808
FAX 352.372.6622
CEILING RETURN | 14 24%24 0 1125 20 TIUS/23R SEE NOTE BELLOW CONSILTANT
CEILING RETURN SEEGY-BISCH
REGISIER SEE FLOOR PLANS TITUS/350ZFL SEE NOTE BELLOW
AUSSERE SULZBACHER STR. 118
NURNBERG, GERMANY
TEL 0911/59 90 99
25 NOTE? FINISHES SHALL BE SPECIFIED BY ARCHITECT - FAx 0611759 98 05
M A AMTROL .
C ] P R E S S I D N T N K S C H E- D U L E STANDARD MFR. 2. SEE SPECIFICATION FOR ADDITIONAL INFORMATION —
Al
UNIT SERVICE LOCATION L X o MAX. MIN. |\ OLUME REMARKS 3. ALL DIFFUSERS AND REGISTERS SHALL BE SUITABLE FOR THE TYPE OF CEILING CONSTRUCTION , AT
o cmen | Tan THAT THEY ARE BEING INSTALLED IN AND HAVE A UNIFORM FACE APPEARANCE. SHALL REMAI, PROPERTY OF CROKTON COLLASORA
PRESS. | PRESS. 4. INSTALL FOUR (4) WAY DIFFUSER ONLY WITH BLANK OFF FOR 2-WAY OR 3-WAY BLOW u‘i‘s%%‘*?%é%%%%%?%%’J%%&&‘é‘%@ﬁ%&
PROJECT BY OTHERS EXCEPT BY AGREEMENT IN WRITING.
©?2001 CROXTON COLLABORATIVE ARCHITECTS
EVANS ASSOCIATES.
IN. PSIG PSIG GAaLl.
cT-1 HOT WATER MER 45" X 16"8 85 40 33 MODEL AX—60
FLASH TANK SCHEDULE ceMLINE
SERVICE LOCATION L X & Ma X, VvVIOLUME
OPER. s
PRESS. 100% CONSTRUCTION
REMARICS ~ A DOCUMENTS
IN. PSIG GaLl. O —
DRAVING NAME
FLASH STEAM MER 39" X 127 150 18 MODEL H18FST MECHANICAL
DATE DRAVING NUMBER
11.21.01
SCALE
NTS Mu6
DRAVAN BY/CHECKED BY

MO/MP




